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NOTICE TO GENERAL CONTRACTOR 
This Amendment forms a part of the Contract Documents and modifies the original Project Manual 
and Drawings issued for bid, 13 August 2015, to the extent noted herein.   
 
Careful note of this Amendment shall be taken by all parties of interest so that proper allowance is 
made in all computations, estimates and contracts and so that all trades affected are fully advised in 
the performance of work that will be required by them. 
 
Items revised on Drawings are designated by a cloud line and triangle surrounding the 
corresponding revision number.  Items revised in Project Manual are designated with a suffix letter 
(R) and as specified herein. 
 
This Amendment supersedes all previous Drawings, Project Manual and instructions pertaining to 
these items. 
 

 
ITEM  DESCRIPTION 
 
1.01           Attached drawing sheet AS-1.22 has been revised to reflect correct surgical lights,  

 equipment, anesthesia, and video display monitors per revised Stryker vendor 
drawings SVD-1.2, SVD-2.2, SVD-3.2, SVD-4.2, SVD-5.2, SVD-6.2, & SVD-7.2 which 
are attached as well to be used in lieu of previously issued vendor drawings SVD-1, 
SVD-2, SVD-3, SVD-4, SVD-5, SVD-6, & SVD-7. 

  
1.02         Attached Stryker vendor drawings SVD-1.2, SVD-2.2, SVD-3.2, SVD-4.2, SVD-5.2, 

SVD-6.2, and SVD-7.2 supersede previously issued vendor drawings SVD-1, SVD-2, 
SVD-3, SVD-4, SVD-5, SVD-6, and SVD-7. 

 
1.03           Equipment item no. 333 on attached revised sheet AS-1.22 has been clarified to 

indicate a 24” x 24” flush mounted ceiling access panel that is required at both the 
  anesthesia and equipment boom locations per vendor drawings.    
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